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(" PUNJAB STATE AIDS CONTROL SOCIETY

Paryaas Building, 4" Floor, Sec 38-B, CHANDIGARH.PH- 0172-2636802, 2636804
Email punjabsacs@gmail.com

)
PSACS/Proci2011/ Y4 4 Chandigarh 23/7/<)1 Dated

Mis..

Subject: Invitation of quotations for Procurement and installation of readymade cold room st HIV State
Reference Laboratory, Deptt. Of Microbiology, Government Medical College, Patiala for storage
of kits under National Shopping Procedure as per details below and specifications attached with

sr. — Ttem Quantity
No
1 Procurement and installation of readymade cold room at HIV ol

State Reference Laboratory, Deptt. Of Microbiology,
Government Medical College, Patiala

1 You are invited to submit you most competitive quotation for the following goods: -

Brief Description  Specifications  Quantity Delivery Place Installation
Of Goeds Period of delivery  Requirement
As mentioned Attached Given Mentioned
in above table Above in this letter

Where ISI certification marked goods are available in market, procurement should generally be limited to
goods with those ot equipment markings only.

2. Govemment of India has received a credit from the Intemational Development  Association (IDA) and a
Grant from the Department for International Development (DFID) in various currencies equivalent o US § _
towards the cost of the Project and intends to apply a part of this credit to eligible
payment under the contract for which this invitation for quotations is issued

3.Bid Pric
'All duties taxes and other levies payable by the bidder shall be included in the rate.

The ratcs quoted shall be fixed for the duration of the contract and shall not be subject to adjustment.
A letter of authorization of the concerncd company should be attached with the proposal.

Cortection if any shall be made by crossing out, initialing, dating and rewriting.

Telex or facsimile quotations are not acceptable.

The prices shall be quoted in Indian rupees only.

4. Each bidder must submit onty one quotation.

5. Validity of Quotations: The quotations shall remain valid for not less than 90 days, after dead line fixed for

submission of bids.




[image: image2.png]ation of quotations: The Society will evaluate and compare the quotations determined to be
W tially responsive i.e. which are properly signed and conform to the terms and conditions.

V. Award of Contract

a. The Society will award the contract to the bidder whose quotation has been determined to be
substantially responsive and who has offered the lowest price.

b. The Society prior to expiration of quotation validity period will notify to the bidder, whose
quotation is accepted of the award of contract.

¢. Notwithstanding the above, the purchaser rescrves the right to accept or reject any quotations and to
cance] the bidding process and reject alt quotations at any time prior to award of Contract,

8. The supply should be as per the specifications mentioned in the quotation and will be accepted after inspection.
In case of substandard supply the firm will be black listed for three years.

9. Payment shall be made after delivery of the goods & proper inspection/installation of material.

10. Normal commercial warranty/guarantee shall be applicable to the supplied goods

11. Firm should have an annual turnover of Rs. One Crore. CA certificd Balance Sheet of Financial
Year 2010-11 must be aftached in this regard.

12. Earnest Money: Each bidder has to deposit camest money of Rs. 22,000/- only (Rs. Twenty Two Thousand only) in
(he shape of demand draft / Banker's Cheque from a scheduled bank, which should be valid up to 45 days beyond the
validity period of tender. The carnest money shall be forfeited in the event of withdrawal of the tender within the
original validity once submitted or in case successful bidder fails to provide the performance secuity and fails to
execute necessary agreement within period specifid. Demand Draft should be in favor of Punjab State AIDS
Control Society, payable at Chandigarh.

13 The firm should clearly mention its TINCST numiber.

14. An affidavit stating that the manufacturing firm has not been convicted/black listed or its items have not  been recalled in las

three years should be aftached and attested by Notary Public

15 You are requested to provide your offer latest by 11:00A.M on dated 12-8-2011

16 Quotation will be opened in the presence of the Bidders or their representatives who choose 1o atiend at 11:3¢

2011 in the office of the PSACS.

17 Delivery Periods: As per Supply Order,

A.M on dated 1.

18 Place of Installation: As per Supply Order.

We look forward to receiving your quotations and thank you for your interest in this project.

(ditiona Project Dire
Punjah State AIDS Control Society
Haln
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1) Room size: 16 x 10 x 8 cubic i approximately (Volume: 1280 cubic fL)

2) Fit for storage of Chemical reagents and samples.

3) With Cam-lock esscmblics which shoutd casure perfect alignment of Pancls wall ceiling comer and door
frames.

4) nsuletion 80 mim thick prefab PUL panels. Stainless steel inside on walls, ceiling and PPGI (Pre peinied
galvanized icon) outside walls.

5) Puff insulated flooring with 75 man PUF stab. with waterproofing and damp proofing. Final fivish with
Kota stone or Aoti skid fles

6) Compatible with Ambient semperature (Maximuen) 35-45° C.

) Compatible with entering product temperature (Mimum) 33-45° €.

8) 12-15 door openings per 24 hours,

9) Final Cold Room Temperature required 2-5° C.

10)Suitable reciprocel compressor.

11)Suitable condensiog unit single phase. 50 Hz, 220 Valts

12)Compatibie exaporatar units for morc space in Cold Raom.

eranUCFC free.

14)Door Size 3" x 6" L. clear daor opening, with view portof 1 x 111 sqft)
15N leavy duty hinges.
16)Digital temperatare indicator an front side with data logger / graphie display.
17)Separate light switches st miniimum three points to provide the adequate light.
18) Door with airtight seal gasket and lock.
19)Safety release hnob.
20)Compatible Refrigeration units with ane standby.
21)Electrical panch-MCB of suitable capacity.
22)Suitable voltage stabilizers with ter detay.
23) Automatic off cycle defrosting urit.
24)Twelve Compatible staintess steel racks with 5 shelves cach
Basc: 3" (42 inch. Width=1"" & (16 inch), Height = 6 (72 inch).

25)Warranty -2 years of unit and atleast § years of compressor.

26)After expicy of warranty, CAMC of 3 years to be given.
27)Service back up; the supplicrs should ensure service back within 24 hours in case of
any breakup.

28)The firms should submit tbe 3-D drasings of Cold Room a the time of bidding,

20)0nly those firms should apply for tender which have minimum one crore turnover.
annually.

30) The scope of work shall also includes al civil works, unloading. shifting. safe.
storage of urits at site, providing steuctural supports for mounting panels,
instalation. hanging units and pipes. reigh, txes etc.

31) Air curain of 3t widih sceonding (o door size o operate with seprae switch
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FORMAT OF QUOTATI
S.N. | Description of Items Qty Tnit | Quoted Unit | Total Amount —\

rate (In Rs) | In Figures | In Words

Total Cost: Rs.__

+ We agree to supply the above goods in accordance with specifications for price mentioned
against each ttem

+ We also confirm that the normal commercial warranty/guarantee of months shall
apply to the above offered goods

« We hereby certily that we have taken steps to ensure that no person acting for us or on our
behalf will engage in bribery.

Signature of Supplier
Name

Date

)





